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State Water Resources Control Board
Division of Drinking Water

September 1, 2015

Chuck Amento, Owner
Sunset Apartments

P.O. Box 1121

North Edwards, CA 93523

RE: SUNSET APARTMENTS WATER SYSTEM (WATER SYSTEM NO. 1600442)
CORRECT COMPLIANCE ORDER NUMBER FOR VIOLATION OF ARSENIC AND
HEXAVALENT CHROMIUM MCLS

Dear Mr. Amento,

The State Water Resources Gontrol Board (hereinafter State Board), Division of Drinking Water
issued Compliance Order No. 03_19_15R_011 on August 25, 2015, to the Sunset Apartments
Water System (hereinafter Water System) to document violation of the hexavalent chromium
maximum contaminant level (MCL) of 0.010 mg/L and ongoing violation of the arsenic MCL of”
0.010 mg/L. After the Compliance Qrder was issued, we learned that an error was made in the
sequence humber of the Compliance Order. The correct Compliance Order No. Is
03_19_15R_014. Cover page of the Compliance QOrder with the correct number is enclosed,
Please make a note of the correct number of the Compliance Order and refer to this number in
any future communication with the State Board about the arsenic and hexavalent chromium
MCL compliance aclions.

if you have any questions regarding this Isiter, please contact the Tehachapi District Office at
(661) 335-7315.

Sincersly,
MW~»~4 A (ﬂ\mﬁ* j}

Jaswsnder 8. Dhaliwal, P.E.

Senior Sanitary Engineer, Tehachapi District

Southern California Drinking Water Field Operalions Branch
DIVISION OF DRINKING WATER

Enclosure:  Modified Cover Page of Compliance Order #03_19_15R_014

CC:  Kern County Environmental Health Services Dapartment (w/out enclosure)
Dollie KKostopouios, Sampler and Designated Operator

Fevomn Mancus, cina | THoMAS HOWARD, EXECUTIVE BIREGTOR

40256 Gommarce Drive, Suile 120, Bakere(leld, CA 93302 | wwiw.waterboasds.ca.gov
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CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD
: DIVISION OF DRINKING WATER

TO: Sunset Apartmenis Water System; System No.1500442

ATTN: Chuck Amento, Owner
. Sunset Apartments
P.O. Box 1121
North Edwards, CA 93523

CERTIFIED MAIL

COMPLIANCE ORDER NO. 03_19_15R_014
FOR
VIOLATION OF HEALTH AND SAFETY CODE SECTION 1168555 (a)(1)
AND THE PRIMARY DRINKING WATER STANDARDS FOR HEXAVALENT CHROMIUM
AND ARSENIC
Dated August 25, 2015

The State Water Resources Control Board (herelnafter "Board”), acting by and through its
Division of Drinking Water (hereinafter "Division”) and the Depuly Director for the Division
(hereinaftgr “Deputy Director”), hereby issues this compliance order (hereinafter "Order”)
pursuant to Section 118656 of the Callfornia Health and Safety Code (hereinafter "CHSC") to
Sunset Apartments for violation of CHSC section 116555(a)(1) and Tltte 22, California Code of

Regutations (hereinafter “CCR"), Section 64431,

APPLICABLE AUTHORITIES
CHSC, Section 116556{a)(1) states in relevant part:

(a) Any person who owns a public water system shall ensure that the system doses all of the

following:
(1) Complies with primary and secondary drinking water standards.
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State Water Resources Control Board
Division of Drinking Water

August 25, 2015

Chuck Amento, Owner
Sunset Aparfiments

P.O. Box 1121

North Edwards, CA 93523

RE: COMPLIANCE ORDER FOR VIOLATION OF MAXIMUM CONTAMINANT LEVELs (MCLs) FOR
HEXAVALENT CHRONMIUM AND ARSENIC, SUNSET APARTMENTS WATER SYSTEM (SYSTEM
NO.1500442)

Dear Mr. Amento:

Enclosed Is Compliance Order No. 03_19_15R_011 that the State Water Resources Control Board-Division of
Drinking Water (Dlvision) is issuing to the Sunset Apartments Water System (hereinafter Water System) for
violations of the California Safe Drinking Water Act, The Water System has been serving water to consumers that
fails the 0.010 milligrams-per-liter primary maximum contaminant levels (MCLs) for hexavalent chromium and
-arsenic. As discussed in the compliance order, the Water System shall develop and implement a plan to resolve the
MCL. violations for hexavalent chromium and arsenic to ensure compliance with the drinking water standards.

Please note that on or before September 18, 2015, the Water System is required to submit a written response to the
Divisfon indicating its agreement to comply with the directives of the compliance order and with the Corrective Action
Plan, addressed in the said compliance order. On or hefore November 20, 2018, the Water System is required
to present the Corrective Action Plan required under Directive No. 6 of the compliance order, to the Divislon
in person, at the Division’s office located at 4926 Commerce Drive, Sulte 120, Bakersfield, California 93309,
Deadline to achieve complance with the hexavalent chromium and arsenic MCLs is August 31, 2018. Until
the Division determines that the Water System is in compliance with the hexavalent chromium and arsenic MCLs,
you must continue to provide quarterly public notification for hexavalent chromium and arsenic and also conduct
quarterly hexavalent chromium and arsenic monitoring of Well 01, After providing quarterly public notifications, a
copy of the public notices along with a completed Certification of Public Notification forms (Attachment D of the
compliance order) should be submitted to the Bakersfield office. Failure to comply with deadlines and directives
specified in the compliance order will result in further enforcement action by the Division.

If you have any questions regarding this matter, please contact me at (661) 335-7318 or Carl Carlucei, Supervising
Sanitary Engineer at (559} 447-3132.

Sincerely,

&4,7."..3.\.‘;_3_&3.‘; i

Jaswinder S. Dhaliwal, P.E.

Senior Sanitary Engineer, Tehachapi District
Southern California Branch

DRINKING WATER FIELD OPERATIONS

Enclosure: Compliance Order No. 03_19_15R_011

CC:  Kemn County Department of Environment Health {(without enclosure)
Dollie Kostopoulos, Sampler and Designated Operator

Frtioia Mancus, cinan | Trosas Howanp, EXEGUTIVE DIREGTOR

4825 Commerce Didve, Sulle 129, Bakersiletd, CA 03302 | www.waterboards ca.goy
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CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD
DIVISION OF DRINKING WATER

TO: Sunset Apartments Water System; System No.1500442
ATTN: Chuck Amento, Owner

Sunset Apartments

P.O. Box 1121

North Edwards, CA 93523

CERTIFIED MAIL

COMPLIANCE ORDER NO. 03_19_15R_011
FOR
VIOLATION OF HEALTH AND SAFETY CODE SECTION 1166655 {a)(1)
AND THE PRIMARY DRINKING WATER STANDARDS FOR HEXAVALENT CHROMIUM
AND ARSENIC
Dated August 25, 2015

The State Water Resources Control Board (hereinafter “Board"), acting by and through its
Division of Drinking Water (hereinafter "Division”) and the Deputy Director for the Division
(hereinafter "Deputy Director”), hereby issues this compliance order (hereinafter “Order”)
pursuant to Section 116655 of the California Health and Safety Code (hereinafter “CHSC”) to
Sunset Apartiments for violation of CHSC section 116555(a)(1) and Title 22, California Code of

Regulations (hereinafter "CCR”), Section 64431,

APPLICABLE AUTHORITIES

CHSC, Section 116555(a)(1) states in relevant part:

(a) Any person who owns a public water system shall ensure that the system does all of the

following:
(1) Complies with primary and secondary drinking water standards.
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Compliance Order No. 03_19_15R_011

CHSC, Section 116655 states in relevant part:

(a) Whenever the department determines that any person has violated or is violating this
chapter, or any permit, regulation, or standard issued or adopted pursuant to this chapter, the
director imay issue an order doing any of the following:

(1) Directing compliance forthwith.

(2) Directing compliance in accordance with a time schedule set by the department.

(3) Directing that appropriate preventive aclion be taken in the case of a threatenet violation.
(b) An order issued pursuant to this section may include, but shall not be limited to, any or all
of the following requirements:

(1) That the existing plant, works, or system be repaired, altered, or added to.

(2) That purification or treatment works be installed.

(3) That the source of the water supply be changed.

(4) That no additional service connection be made to the system.

(5) That the water supply, the plant, or the system be monitored.

(6) That a report on the condition and operation of the plant, works, system, or water supply
be submitted to the department.

Title 22, CCR, Section 64431 (hereinafter “Section 64431”), states in relevant part:

Public water systems shall comply with the primary MCLs in table 64431-A as
specified in this arficle.

Table 64431-A
Maximum Contaminant Leveis
Inorganic Chemicals

Chemical Maximum Confaminant
Level, mg/L
Aluminum 1.
Antimony 0.006
Arsenic 0.010
Asbestos 7 MFL*
Barjum 1.
Beryllium 0.004
Cadmium 0.005
Chromium 0.05
Cvanide 0.15
Fluoride 2.0
Hexavalent chromium 0.010
Mercury 0.002
Nickel 0.1
Nitrate (as NO3) 45,
Nitrate+Nitrite (sum as nitrogen) 10.

-2-
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Compliance Order No. 03_18 15R_011

Chemical Maximum Contaminant
Level, mg/L
Nitrite {as nitrogen) 1.
Perchiorate 0.006
Selehium 0.056
Thalljum 0.002

* MFL=million fibers per liter; MCL for fibers exceeding 10 um in length.

Title 22, CCR Section 64432 (hereinafter "Section 64432") provides in relevant part:

Section 64432

{a) if the level of any inorganic chemical, except for nitrate, nitrite, nitrate plus nitrite, or
perchiorate, exceeds the MCL, the water supplier shall do one of the following:

(1) Inform the Department within 48 hours and monitor quarterly beginning in the next quarter
after the exceedance occiired; or

{2} Inform the Department within seven days from the receipt of the analysis and, as
confirmation, collect one additional sample within 14 days from receipt of the analysis. If the
average of the two samples collected exceeds the MCL, this information shall be reported to
the Department within 48 hours and the water supplier shall monitor quarterly beginning in the
next quarter after the exceedance occurred.

{(h} If the concentration of an inorganic chemical exceeds ten times the MCL, within 48 hours
of receipt of the resuit the water supplier shall nolify the Department and resample as
confirmation. The water supplier shall notify the Department of the result(s) of the confirmation
sample{s) within 24 hours of receipt of the confirmation resuli{s).

(1) If the average concentration of the original and confirmation sample(s) is less than or equal
to ten times the MCL, the water supplier shall monitor quarterly beginning in the quarter
foliowing the quarter in which the exceedance occuirred.

{(2) If the average concentration of the original and confirmation sample(s} exceeds ten times
the MCL, the water supplier shall, if directed by the Depariment;

(A) tmmediately discontinue use of the contaminated water source; and
(B} Not return the source to service without written approval from the Department.
{i) Compliance with the MCLs shall be determined by a running annual average; if any one

sample would cause the annual average to exceed the MCL, the system is inmediately in
violation. If a system takes more than one sample in a quarter, the average of all the results

-3-
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Compliance Order No. 03_19_15R 011

for that quarter shall be used when calculating the running annual average. If a system fails to
complete four consecutive quarters of monitoring, the running annual average shall be based
on an average of the available data.

STATENMENT OF FACTS

The Divigion is informed by the Sunset Apartments Water System (hereinafter “Water
System") and believes that the Water System is a community water system located in Kern
County that supplies water for domestic purposes to approximately 37 Individuals through 20
service connections. The Water System utilizes one groundwater well (Well 01, PS Code:
1500442-001) and operates under Domestic Water Supply Permit No. 03-19-13P-011 issued
on May 31, 2013, by the California Department of Public Health. The Water System is a

community public water system as defined in CHSC, Section 116275.

Title 22, GCR, Division 4, Chapter 15, Article 4, establishes primary drinking water standards

and monitoring and reporting requirements for inorganic constituents.

HEXAVALENT CHROMIUM

Community and nentransient noncommunity water systems must comply with the maximum
contaminant level (MCL) for hexavalent chromium of 0.010 mg/L, as established in Title 22
CCR Section 64431. The State of California adopted a primary MCL for hexavalent chromium
effective July 1, 2014, As part of the MCL implementation, the Water System was requested
by the Division to complete initial monitoring for hexavalent chromium monitoring by collecting
a sample from Well 01 between July 1, 2014 and January 1, 2015, and have the sample
analyzed for hexavalent chromium by using an approved method and with a detection limit of

0.001 mg/L for purposes of reporting (DLR).

-4-
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Compliance Order Mo, 03_19 _15R_011

By an email dated December 31, 2014, the Water System requested grandfathering of
hexavalent chromium results for samples collected between July 1, 2012 and July 1, 2014. A
copy of the email is provided as part of Attachment A, The 2014 hexavalent chromium result
that has been submiited to the Division is summarized in the Table 1 below:

Table 1: Well 01-Hexavalent Chromium Monitoring Result

Sample Date Well 01
{1500442-001)
January 13, 2014 0.012 mg/L

Moreover, a sample collected on September 22, 2014, from Well 01 showed a hexavalent
chromium concentration of 0.012 mg/L. Therefore, in accordance with Section 64432 (g), the
Water System was required to begin quarterly hexavalent chromium monitoring of Well 01,
unless it chose to submit an additional sample, which it did not do. Section 64431 (i) provides
that compliance with the hexavalent chromium MCL is based on a “running annual average”
(RAA) of the quarterly monitoring samples, computed each quarter. Further, Section 64432 (i)
states: “if any one sample would cause the annual average to exceod the MCL, the system is

immediately in violation.”

Based on the results reported to the Division, the Water System collected quarterly hexavalent
chromium samples from Well 01 on September 22, 2014, March 23, 2015, and June 30, 2015.
No hexavalent chromium sample was collected during the 4" quarter of 2014. A summary of

the Water System’s quarterly hexavalent chromium monitoring is presented in Table 2 below.
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Compliance Order No. 03_19_158_011

All results are as reported to the Division by the laboratory that performed the analysis.

Table 2: Well 01-Hexavalent Chromium Monitoring Results

i Weli 01

Sample Quarter (PS Code: 1500442-001)

September 22, 2014 (3™ Qtr. 2014) 0.012 mgil
4™ Qtr. 2014) No Sample
M & R Violation
March 23, 2015 (1 Qlr, 2015) 0.013 mgiL
June 30, 2015 (2™ Qtr. 2015) 0,012 myg/L
2" Q 2015 Running Annual
Average (RAA) 0.012 mgfl.

The 2" quarter of 2015 RAA for Well 01, calculated as the 3 and 4" quarters of 2014, and
the 1% and 2™ quarters of 2015 sample results averaged over a four quarter period, is 0.012
mg/L, which exceeds the hexavalent chromium MCL of 0.010 mg/L. All quarterly hexavalent
chromium samples taken from water produced from Well 01 since September 22, 2014 (3"
quarter of 2014), show that the RAA for hexavalent chromium in Well 01 continues to exceed
the hexavalent chromium MCL. By a letter dated August 6, 2015, the Division notified the
Water System of its dstermination of the violation of the hexavalent chromium MCL and
directed the Water System to continue quarterly monitoring for hexavalent chromium, provide
Tier 2 public notification to the customers, and submit proof of notification to the Division. A
copy of the leller is provided as Attachment B, Based on a review of the response received
from the Water System, the Water System provided public nofification on August 13, 2015 and

submitted proof of notification to the Division on August 24, 2015.

ARSENIC
Community and nontransient noncominunity water systems must comply with the maximum

contaminant level for arsenic of 0.010 mg/L., as established in Title 22 CCR Section 64431.

-6-
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A sample collected from Well 01 on July 18, 2006, showad an arsenic concentration of 0.038
my/l.. Thersfore, in accordance with Section 64432 (g), the Water System was required to
begin quarterly arsenic monitoring of Well 01, unless it chose to submit an additional sample,
which it did not do. Section 64432 (i) provides that compliance with the arsenic MCL is
based on a RAA of the quarterly monitoring samples, computed each quarter. Further,
Section 64432 (i) states: "if any one sample would cause the annual average to exceed the

MCL, the system is immediately in violation.”
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Table 3: Well 01-Arsenic NMonitoring Results

A summary of the Water System’s quarterly arsenic monitoring is presented in Table 3 below,

All results are as reported to the Division by the laboratory that performed the analysis.

Sample Date Resulit Quarterly Running
{mg/L) Average Annual

Value Average Value
July 18, 2006 (3" Qlr. 2008} 0.038 mg/l. 0.038 mgiL 0.038 mgfl
2007 No Data e 0.038 mg/L
2008 No Data - 0.038 mg/t.
st 0.040 mg/L

Jan. 25, 2009 (1™ Qtr. 2009) 0.040 mg/L 0.040 mgi/L (1" Qtr. 2009)
nd 0.040 mg/L

June 8, 2009 (2 Qir. 2009) 0.040 my/L 0.040 mg/L (2™ Qtr. 2009)
2010* No Data* - 0.040 mgiL
. ad 0.041 mgfL

Aprit 11, 2011 (2™ Qtr. 2011) 0.038 mgiL 0.041 mgil. (znd Qtr. 2011)

June 13, 2011 (2™ Qtr. 2011) 0.044 mgiL

d 0.044 mg/L

Sep. 12, 2011 (3" Qir. 2011) 0.047 mgll 0.047 mgit. @ at. 2011)
th 0.043 mg/L

Dec. 13, 2011 (47 Qtr. 2011) 0.042 mgl. 0.042 mgil 4" Qir, 2011)
st 0.043 mg/L

Mar. 13, 2012 (17 Qir. 2012) 0.040 mg/L 0.040 mgil. (1% Qir. 2012)
nd 0.043 mg/L

June 19, 2012 (2" Qtr. 2012) 0.043 mg/L 0.043 mgfL (2" Qtr. 2012)
1d 0.042 mg/L

Sep. 12, 2012 (3° Qir. 2012) 0.042 mg/L 0.042 mgiL (3" Qir. 2012)

-7-
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Compliance Order No. 03_19_15R_011

Sample Date Result Quarterly Running
: {mg/L) Average Annual
Value Average Value
Dec. 17, 2012 (4 Qir. 2012) 0.039 mgiL 0.039 mgiL ( 49,;0(3’;,'28%)
Mar. 13, 2013 (1% Qir. 2013) 0.038 mglL 0.038 mgil (1%0&1_”218%)
June 18, 2013 (2™ Qtr. 2013) 0.040 mg/L 0.040 mg/L. (zgaﬂéﬂ'“;%%)
Sep. 16, 2013 (3 Qtr. 2013) 0.038 mgil. 0.038 mgiL (3?&033.‘232’3)
Dec. 16, 2013 (4" Qtr. 2013) 0.041 mgfL 0.041 mgiL ( 49506‘;’{?"23%)
Mar. 24, 2014 (1* Qtr. 2014) 0.039 mg/L. 0.039 mgfl. (12"05‘3. “é'gq*;i)
June 23, 2014 (2™ Qir. 2014) 0.042 mgll. 0.042 mg/L. (z%oég_”;%ﬁ)
Sep 22, 2014 (3 Qtr. 2014) 0.038 mgiL 0.038 mgft (3(?&(’35"23’15;)
Dec. 19, 2014 (4™ Qtr. 2014) 0.037 mg/L 0.037 mg/L ( 4911053. "Z’g'h)
Mar. 23, 2015 (1% Qtr. 2015) 0.035 mgil. 0.035 mgll. (10530(;’{?_?82{5)

* The Water System changed ownership in 2010 and was inactivated via a letter
dated June 14, 2010. By a letter dated February 10, 2011, the new owner, Chuck
Amento was directed to submit a permit application for change of ownership.

As shown in Table 3 above, the calculated RAA values from the 3" quarter of 2006 to the 1

guarter of 2015, for the resuits of arsenic samples collected from Well 01, exceed the arsenic

MCL of 0.010 mg/L.

DETERWMINATIONS — HEXAVALENT GHRONMIUM AND ARSENIC

Based on the above Statement of Facts, the Division has determined that the Water System
has violated CHSC, Section 116555 and Section 64431 in that the water produced by Well 01,
during the 2" quarter of 2015, exceeded the hexavalent chromium MCL as shown in Table 2

above, and further has determined that said violation has continued from September 22, 2014

(3 quarter of 2014) and through the date of this Compliance Order.

-8
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Compliance Order MNo. 03_19_158_011

Likewlse, based on the above Statement of Facts, the Division has determined that the Water
System has violated CHSC, Section 116555 and Section 64431 in that the water produced by
Well 01 has exceeded the arsenic MCL as shown in Table 3 above, and further has
determined that said violation has continued from July 18, 2006 (3" quarter of 2006) and
through the date of this Compliance Order with the exception of 2010 when the Water System

was inactive for a brief period of time.

DIRECTIVES

The Sunset Apartments Water System is hereby directed to take the following actions:

1. On or before August 31, 2018, comply with Title 22, CCR, Section 64431 and remain

in compliance.

2. On or before September 18, 2015, submit a writlen response to the Division indicating
its agreement to comply with the directives of this Order and with the Corrective Action

Plan addressed herein.

3. Commencing on the date of service of this Order, provide quarterly public notification
in accordance with Attachment C, herelo, of Water System’s failure to meet the
hexavalent chromium and arsenic MCLs during any calendar quarter that the four-

auarter running annual average exceeds the respective MCl.s.

4. Commencing on the date of service of this Oider, submit proof of each public
9.
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Compliance Order No. 83_19_15R_031

notification conducted in compliance with Directive No. 3, herein above, within 10 days

following each such notification, using the form provided as Attachment D, hereto.

Commencing on the date of service of this Order collect quarterly samples for
hexavalent chromium and arsenic from Well 01, as required by Section 64432(g), and
ensure that the analytical results are reported to the Division electronically by the
analyzing laboratory no later than the 10™ day following the month in which the

analysis was completed.

Prepare for Division approval a Corrective Action Plan identifying improvements to the
water system designed to correct the water quality problems (violation of the
hexavalent chromium and arsenic MCLs) and ensure that the Water System delivers
water to consumers that meets primary drinking water standards. The plan shall
include a time schedule for completion of each of the phases of the project such as
design, construction, and startup, and a date as of which the Water System will be in
compliance with the respective hexavalent chromium and arsenic MCLs, which date

shall be no later than August 31, 2018.

On or before November 20, 2015, present the Corrective Action Plan required under
Directive No. 6, above, to the Division in person at the Division’s office located at 4925

Commerce Drive, Suite 120, Bakersfield, CA 83308.

Timely perform the Division approved Corrective Action Plan and each and every

element of said plan according to the time schedule set forth therein,
-10-
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Compliance Order No. 03_19_15R 011

9.  On or before February 26, 2018, and every three months thereafter, submit a report to
the Division in the form provided as Attachment E, hereto, showing actions taken

during the previous calendar three months to comply with the Corrective Action Plan.

10. Not later than ten (10) days foliowing the date of compliance with the hexavalent
chromium and arsenic MCLs, demonstrate to the Division that the water delivered by

Water System complies with the respective hexavalent chromium and arsenic MCLs,

11, Notify the Division in writing no later than five (5) days prior to the deadline for
performance of any Directive set forth herein if Water System anticipates it will not

timely meet such performance deadiine.

All submittals required by this Order shall be addressed to:
Jaswinder S. Dhaliwal, P.E., Senior Sanitary Engineer
State Water Resources Control Board
Division of Drinking Water, Tehachapi District

4925 Commerce Drive, Suite 120
Bakersfield, CA 93309

As used in this Order, the date of issuance shall be the date of this Order; and the date of
service shall be the date of service of this Order, personal or by cettified mail, on the Water

System.

The Division reserves the right o make such maodifications to this Order and/or to issus such

further order(s) as it may deem necessary to protect public health and safely. Such
~11-
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Compliance Order Mo, 03_19_15R_011

modifications may be issued as amendments to this Order and shall be deemed effeclive

Lpon issuance.

Nothing in this Order relieves Water System of its obligation to meet the requirements of the

California SDWA, or any regulation, standard, permit or order issued thereunder.

PARTIES BOUND

This Order shall apply to and be binding upon the Water System, its owners, shareholders,

officers, directors, agents, employees, contractors, successors, and assignees.

SEVERABILITY

The Directives of this Order are severable, and the Water System shall comply with each and

every provision hereof, notwithstanding the effectiveness of any other provision.

FURTHER ENFORCEMENT ACTION

The California SDWA authorizes the Board to: issue a citation with assessment of
administrative penaities to a public water system for violation or continued violation of the
requirements of the California SDWA or any regulation, permit, standard, citation, or order
issued or adopted thereunder including, but not limited to, failure to correct a violation
identified in a citation or compliance order. The California SDWA also authorizes the Board to
take action to suspend or revoke a permit that has been issued to a public water system if the
public water system has violated applicable law or regulations or has failed to comply with an
arder of the Board; and to petition the superior court to take various enforcement measures

against a public water system that has failed to comply with an order of the Board. The Board
-12-
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Compliance Order No. 03_19_15R_011

does not waive any further enforcement action by issuance of this Order.

Carl L. Carlucci, P.E., Chief Date

Central California Section
State Water Resources Control Board
Division of Drinking Water

Certified Mail No. 7010 3090 0002 0396 3959

Atftachments

Attachment A; Letter dated March 11, 2015 from the Division
Attachment B: Letter dated August 6, 2015 from the Division
Attachment C:  Hexavalent Chromium and Arsenic Public Notification Templates
Attachment D:  Certification of Completion of Public Notification Templates
Attachment E: Quarterly Progress Report Template

cc: Kern County Environmental Health Services Department (w/o attachments)
Dollie Kostopoulos, Sampler and Designated Distribution Operator {via email}

-13-
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Letter dated March 11, 2015 from the Division
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State Water Resources Control Board
Divislon of Drinklng Water

March 11, 2015
System No., 1500442 - -

Chuck Amento, Owner
Sunset Apartments

P.O. Box 1121 .
North Edwards, CA 93523

RE: QUARTERLY MONITORING FOR HEXAVALENT CHROMIUM FOR SUNSET
APARTMENTS WATER SYSTEM

DearMr. Amento:

On July 1, 2014, the State of Californla, State Water Resources Confrol Board, Division of
Drinking Water (hereinafter Division) adopted a maximum contaminant level (MCL) for
hexavalent chromium of 0.010 mg/L (milllgrams per liter) or 10 pg/l. {micrograms per liter).
Under the new hexavalent chromium MCL regulatlon, compliance with the 0.010 mg/l. MCL is
based on the running annual average (RAA) of the monitoring results for four consecutive

quarters, Jf at any fime, the average for fewer than four quarters is such that the MCL is certain
o be exceeded regardless of additional sampling results; the source Is immediately determined

to be out of compliance,

By an emall dated Dacember 31, 2014, Sunset Apariments Water System (hereinafter Water
System} requested grandfathering of hexavalent chromium resuits for samples collected
between July 1, 2012 and July 1, 2014. The resulls are shown in the table helow. A copy of the
omall is enclosed. Also enclosed is areport from the Division’s water quality database showing
the hexavalent chromium resuits that have been reported to the Division.

Sample Date Well 01 {PS Code 1500442-001)
171312014 12 ugllL
9/22/2014 12 uglL

The results shown In the above table exceed the hexavalent chromlum MCL of 10.0 ugiL.;
therefore, monitoring for hexavalent chromium for Welt 01 shall be conducted quarterly
starting with the first quarter of 2015, and lasting for one (1) full year when the Division wili
re-evaluate the monitoring frequency for hexavalent chromium. 1If it is determined that Well 01 Is
out of compliance with the hexavalent chromium MGCL, basad on the average of four guarters or
less, the Water System will be informed of the requirement to conduct public nolification and the

FEstcin MARGUS, ¢uaig | THoMAS HOWARD, £XECUTIVE DIAEGTOR

4925 Commarcs Drive, Sulle 120, Bokerslield, GA 93300 | wwiewalerboards.co.gov




Sunsel Apartments Walor Systern ~ Hexavalont Chromitim Moniioring
March 11, 2016
Page 2’

Division will be Issuing a compliance order to document the hexavalent chromium MCL
violation.

As a reminder, all chemical water quality monitoring data obtained for Well 01 should continue
to be submilted to the Division via electronic data transfer (EDT) using the Primary Statlon Code

assigned the weli,

If you have any questions regarding this matler, please contact our office at (661) 335-7316.

Sinceraly, :/P
amw »-/( A D/I/\ /».B\V
Jaswinder S, Dhallwal, P.E.

Senior Sanitary Engineer, Tehachap! District

SOUTHERN CALIFORNIA BRANCH
DRINKING WATER FIELD OPERATIONS

Enclosure:  Report from the Division's Water Quality Database
Emall dated December 31, 2014

ce: Kern County Environmental Health Department (w/o enclosure)
Dollie Kostopoulos, Sampler and Deslgnated Operator
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Cariton, Dawn@Waterboards

From: Dollie Kostopoulos <newd@verizonnet>
Sent: Wednesday, December 31, 2014 11:52 AM
To: Carlten, Dawn@Waterboards

Cc chuckamento@mac.com

Subject; Chroim Vi

Importance: High

Hi Dawn,

I am requesting that the Chrome VI test results from 9/22/2014 be grandfathered from Well 01 at Sunset Apartinents,
(1500442), understand that we will need to conduct quarterly samples in 2015, Please [et me know if you need

additional information.
Best Regards,

Dollie Kostopoulos
Sunset Apartments

Sampler
760-403-0012




Attachment B

Letter dated August 6, 2015 from the Division
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State Water Resources Control Board
Oiviston of Denking Waler

August 6, 2015
Systam No. 1600442

Chuck Amento, Owner

Sunset Apartmants Watar System
P, 0. Box 1121

North Edwards, CA 935623

RE: PUBLIC NOTIFICATION FOR VIOLATION OF THE MAXIMUM CONTAMINANT LEVEL
(MCL) FOR PIEXAVALENT CHROMIUM FOR SUNSET APARTMENTS WATER SYSTEM

Dear Mr. Amento;

By a lolter dated March 11, 2015, the State Water Resources Control Board, Division of Drlnking
Water (hersinafter Division) directed the Sunset Apartments Water System (hereinafter Water
System) to conduct quarterly monitoring for hexavalent chromium of Well 01 (P8 Code 1500442-
001) based on results of samples collacted in 2014 belng above the hexavalent chromium
maximum contaminant leve} (MCL) of 10 ug/L. The hexavalent chromium resuits thal have been
submitted to the Division are summarized In the table below, with the calculated Running Annual
Average (RAA). Enclosed (Enclosure 1) with this fefter is a report from the Division's water
quality database showing the hexavalent chromium results.

Sample Date Well 01
(PS Codo 1600442-001)

09/22/14 (39 Qtr. 2014) 0.012 myil.

4" Qir. 2014 No Sample —~ M&R viotafion
03/23/16 (19 Qir. 2015) 0.013 ma/L
06/30/15 (2™ Qitr, 2015) 0.012 mg/L

RAA Value 0.012 mg/L

(3rd Qilr. 2014 to 2nd Qilr, 2015)

The above table also shows the hexavalent chromium RAA value for Well 01, The RAA value has
heen calculated based on quarterly samples collected during the 3™ quarter of 2014, and the 19
and 2 quarters of 2015, The Division has determined that Well 01 Is in violation of the
hexavalent chromium MCL. Therefore, you will need to tssue Tler 2 public nofification lo the
customers served by the Sunset Apartments Water System. Enclosed (Enclosure 2} Is a copy of
the public notice for Issuing to the customars of the Water System. The public notice should be
issued hefore August 31, 2015, Also enclosed (Enclosure 3) Is a blank Cerifficalion of
Completion of Public Notificatlon form. Within 10 days of issuing the hexavalent chromium public

FeLigia MaRcUS, oitan | THOMAS HOWARD, EXEcUnVE BIREOTOR

4026 Commarce Drive, Sulle 120, Bokerslield, CA $3309 | wwwiwataiboards.co.gov




Sunsel Apartmants Water Syslem — Hexavaleni Chromium Public Notiflcalion
Augusl 6, 2015
Page 2 .

notlce, please forward coples of the public notice and completed Cerlificafion of Completion of
Public Nofffication form to the Divislon,

The Divislon will be soon issuing a compliance order to decument the hexavalent chromium MCL
violation, In the compliance order, the Water System will he required to provide a plan and time
schedule to comply with the hexavalent chromium MCL,

As a reminder, all chemical water quality monitoring data obtained for each well should continue to
be submitted to the Division via electronic data {ransfer (EDT)} using the Primary Station Code
asslgned to each wall,

If you have any questions regarding this matler, please contact Dawn Carlton in our office at (661)
335-7324,

Sincerely,

o 7/
gt ’”@’;‘/
Jaswinder S. Dhallwal, P.E.
Senior Sanltary Englneer, Tehachapi District
SOUTHERN CALIFORNIA BRANCH

DRINKING WATER FIELD OPERATIONS

Enclosures:

Enclosure 1: Report from Division's Water Quality Database and copy of 6/30/15 laboratory report
Enclosure 2: Tier 2 Public Notice for Hexavalent Chromium MCL. Viotation
Enclosure 3: Certiflcation of Compleation of Public Nofification Form

cC: Kern County Environmantal Health Department (w/o enclosures)
Dollle Kostpolous, Designaled Operator & Sampler

JSD/dc




_Enclosure 1

Report from Division’s Water Quality Database
Copy of 6/30/156 Lahoratory Report
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07/29/2015 WED 16125 FAX 5594856935 PanL-27 [@oos/009

BSK Associates
’ . EDT
Dafo of Reporl:  16[07)181235¢ Samplo ID Nod  AGGQ627-01
Laboratory Namo;  BSK Analylical L.aboratosies Signature Lab Diceolor: "‘Rg}_‘_ﬂh_
Name of Samplor: o f
DatelTimeo Sampla Bate/tima Sampls Dale Analysos
Collaated: 16106{30]1400 Recalved @ Lab 16107108)1000 Gomplalod: 16{07[10
System Name: SUNSETAPARTMENTS WATER SYSTEM Bystom Numbor 1500442
Name or Number of Sample Source: WELL 01
UsorID: CYA Sfatloh Number:  1600442-001
DatofThme of Sample! 1507301400 : Labaratory Gode: 6610
. Data Anolyses Complelad: 16107110
Submi{led hy: BSKAssoctules Fresno Phono ff: 550.407-2888
MCL |REPORTING CHEMICAL ENTRY | ANALYSES DLR
UNITS it RESULTS
10 gl Chromiuim, hexavalant (Crvi) (ugfl) ‘01032 2| 10
QARP-0005-00 Wiiteomspl AFGIS2T PINAL OTIOZDNS 2389

1414 Slanislaus St Frosno, GA, 03705 653-407-2888  FAX 6504645.8035  wwwbskassoolnier.com




Enclosure 2

Tier 2 Public Notice for Hexavalent Chromium MCL Violation




Instructions for Tier 2 Chromium NMCL Notice Templéte

Template Aftached

Since exceeding the hexavalent chromium maximum contaminant level (MCL) iIs a Tier
2 violatlon, you must provide public notice fo persons served as soon as practical but
within 30 days after you learn of the violation [California Code of Regulations Title 22,
Chapter 15, Section 64463.4(b)]. Each water system required to give public notice
must submit the notice to the State Water Resources Confrol Board, Division of
Drinking Water (DDW) for approval prior to distribution or posting, unless
otherwise directed by the DDW [64483(b}].

Notification Methods

You must use the methods summarized in the table below to deliver the notice to
consumers, If you mail, posi, or hand deliver, print your notice on letterhead, if

available.

...and By One or More of the Following

If You Are a... gggsfzggg! gﬂf Y Methods to Reach Persons Nof Likely fo
Vo be Reached by the Previous Method...
Community Mail or direct delivery @ | Publication in a local newspaper
Water System Posting In conspicuous public places
{64463.4(c)(1)] served by the water system or on the
Internet ®

Delivery to community organizations
Non-Community | Posting In conspleuous | Publication in a local newspaper or
Water System locations throughout the | newsletler distributed to customers
[64463.4(c)(2)] | area selved by the water { Email message to employees or
system © students

Posting on the Internet or intranet ®

Direct delivery to each customer

(a) Nolica must be distribuled to each customer receiving a biil including those that provide thelr drinking
walor to others (e.y., schools or school systems, apartmant building owners, or largs privale
employers), and other service conneclions to which water Is delivered by the waler system,

(b} Notlce must-be posted In place for as long as the violation or oteurrence conlinues, but In Ao case
leas than seven days.

The notice altached is appropriate for the methods described above, However, you
may wish to modify it before using it for posting. If you do, you must still include all the
required elements and leave the health effects and notification language in italics

unchanged. This language is mandatory [64465).

Multilingual Requirement

State Waler Resotircaes Conlrel Board August 6, 2015




The notice must (1) be provided in English, Spanish, and the language spoken by any
non-English-speaking group excesding 10 percent of the persons served by the water
system and (2) Include a telephone number or address where such individuals may
contact the water system for assistance.

If any non-English-speaaking group exceeds 1,000 persons served by the waler system,
but does not exceed 10 percent served, the notice must (1) include information in the
appropriate languags(s) regarding the importance of the notice and (2) contain the
telephone number or address where such individuals may conlact the water system fo
obtain a franslated copy of the notice from the water system or assistance In the

appropriale language.
Population Served

Make sure it is clear who is served by your waler systein -- you may need to list the
areas you serve.

Corrective Action

In your notice, describe corrective actions you are taking, Do not use overly technical
terminology when describing treatment methods. Listed below are some steps
commonly taken by water systems with chemical or radiologlcal violations. Use one or
more of the following actions, if appropriate, or develop your own:

+ “We are working with [locallstate agency] to evaluate the water supply and
researching options to correct the problem. These options may Include treating
the water to remove chromium or connecting to [system]'s water supply.”

¢ “Wa have stopped using the contaminated well. We have Increased pumping
from other wells, and we are investigating drilling a new well.”

¢ "We will Increase the frequency at which we test the water for chromium.”

» “We have since taken samples at this location and had them tested. They show .

that we meet the standards.”
After issuing the Notice

Send a copy of each type of notice and a certification that you have met all the public
notice requirements lo the DDW within ten days after you issue the nolice {64469(d)].
You should also issue a follow-up notice in addition to mesting any repeat notice
requirements the DDWV sets,

it is recommended that you notlfy health professionals in the area of the violation,
Peopls may call their doctors with questions about how the violation may affact their
health, and the doctors should have the information they need to respond appropriately.

It is a good idea to issue a “problem corrected” notice when the violation is resolved.

State Wafer Resources Confrof Board August 6, 2015




IR ERTANTINES RIATIONABBURNOURIDRINGINGIWATER )
Este informe contiene informacién muy importante sobre su agua potable.
TradGzcalo o hable con alguien que lo entienda bien.

Sunset Apartments Water System Has Levels of Hexavalent
Chromium Above the Drinking Water Standard

Our water system recently violated a drinking water standard. Although this is nol an
emergency, as our customers, you have a right to know what you should do, what
‘happened, and what ws are dolng to correct this sltuation.

We routinely monitor for the presence of drinking water contaminants, Based on the
samples collected from Seplember 2014 (3" Quarter of 2014) to June 2015 (2™ Quarter
of 2015), water produced by Well 01 contained an average of 12 pg/l. (0.012 miliigrams
per liter) of hexavalent chromium. Well 01 produces water that is above the hexavalent
chromium maximum contaminant level (MCL) of 10.0 pg/L. (0.010 mglL). This standard,
set by the Stale Water Resources Control Board, Division of Drinking Water, Is based
upon the running annual average of the most recent quarterly hexavalent chromium

monitoring.
What should | do?
"« You do not need to use an alternative water supply {(6.g., bottled water).

« This Is not an emergency. If it had been, you would have been nofified
immediately. However, some people who drink wafer confaining hexavelent
chromium in excess of the MCL over many years may have an increased risk of
gelting cancer.

« [f you have other health issues concerning the consumpiion of this water, you
may wish to consult your doctor,

What happenad? What is being done?

Sunsst Apartments is already working with the State Water Resources Control Board,
Division of Drinking Water towards a long-term solution which includes consolidation
with the neighboring North Edwards Water District. We anticipate resolving the problem
_ within three years.

For more information, please contact the Sunset Apartments Water System at (760)
559-4327 or 12686 Claymine Road, North Edwards, CA 93523, .

Please shate this information with all the other psople who drink this water, especlally
those who may not have received this notice directly (for example, people In

Stafe Wator Resouirces Gonlrol Board August 6, 2015




apartments, nursing homes, schools, and businesses). You can do this by posting this
public notice in a public place or distributing coples by hand or mafl,

Secondary Nofificatlon Requirements

Upon receipt of notification from a person operating a public water system; the following
notification must be given within 10 days [Health and Safety Code Section 116450(g)):

+ SCHOOLS: Must notify school employess, students, and parents (if the students
.are minors).

¢+ RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including
nursing homes and care facllities): Must notify tenants.

« BUSINESS PROPERTY OWNERS, MANAGERS, OR OPERATORS: Must
notify employees of businesses located on the property.

This notice is being sent to you by Sunset Apartments .

State Water System ID#: __1500442 Date distributed.

A A T

State Water Resources Conifrol Board Augtist 8, 2015




Enclosure 3

Certification of Completion of Public Notification Form




Certiflcation of Completlon of Public Notification
(Include a Copy of the Public Notice When Submitting this Form)

This form, when completed and returned to the Division of Drinking Water ~ Tehachapi District (4925
Commerce Drlve, Sulte 120, Bakersfleld, CA 93309 or fax to 661-335-7316), serves as certification that
public notification to water users was completed as required by Title 22, Callfornia Code of Regulations,

Seclions 64463-64465,

Public Water System Name! Sunset Apariments Water System

Public Water System No.: 1500442

Public notification for failure to comply with the maximum gontaminant level {MCL)mfor hexavalant

chromium for the QUARTER OF was performed

by the following melho&(s) (check and complete those that apply):

O The notice was malled to users on:
A copy of the notice Is attached.

| The notice was hand deliverad to water customers on:
A copy of the notice Is attached.

[0 . The notice was published In the local newspaper on:
A copy of the newspaper notice Is attached.

!j The notlice was posted at conspicuous places on:
' A copy of the notice Is attached.
A list of locations the notice was posted s aftached.

O The nolice was deliveraed to community organizations on:
A copy of the notice is attached.
A list of community organizations the nolice was delivered to Is attached.

| hereby certify that the above Information I8 factual.

Printed Name

Tile

Slgnature

Data

Disclostire: Be advised thal Section 116726 and 116730 of the Galifornta Health and Safely Code stale that any parson who
xnowingly makes any false slafomant on any report or documant submitied for the purpase of compliance with the attached
order may be liable for a civil penalty not to exceed five thousand dollars ($6,000) for separate violation each day that the
violation eontinues, In addition, the violators may be proseculed In crfminal court and, upon conviction, be punished by a fine
of not more than $26,000 for each day of violation, or be Imprisoned In the county fall not to exceed ane yoar, or by both the

fine and fmpsisonmment.

Dus to the Divislon of Difnking Water within 10 days of [ssusnce of nollce {o customers

Enforcement Action No,__pending




Certification of Completion of Public Notification
(Include a Copy of the Public Notice When Submitting this Form)

This form, when completed and returned to the Division of Drinking Water — Tehachapi District (4925
Commerce Drive, Suite 120, Bakersfield, CA 93309 or fax to 661-335-7316), serves as certification that
public notification to water users was completed as required by Title 22, California Code of Regulations,
Sections 64463-64465.

Public Water System Name: Sunset Apartments Water System

Public Water System No.: 1500442

Public notification for failure to comply with the maximum contaminant level (MCL) for hexavalent

chromium for the QUARTER OF was performed

by the following method(s} (check and complete those that apply):

] The notice was mailed to users on:
A copy of the notice is attached.

O The notice was hand delivered to water customers on:
A copy of the notice is attached.

O The notice was published in the local newspaper on:
A copy of the newspaper notice is attached.

| The notice was posted at conspicuous places on:
A copy of the notice is attached.
A list of locations the notice was posted is attached.

[ The notice was delivered to community organizations on:
A copy of the notice is attached.
A list of community organizations the notice was delivered to is attached.

| hereby certify that the above information is factual.

Printed Name

Title

Signature

Date

Disclosure: Be advised thal Sectlon 116725 and 116730 of the California Healih and Safely Code stale that any person who
knowlingly makes any false statement on any report or document submilted for the purpose of compliance with the attached
order may be liable for a civil penally not to exceed five thousand dollars ($5,000) for separate violation each day that the
violation contlnues. In addition, the violators may be prosecuted in criminal court and, upon conviction, be punished by a fine
of not more than $25,000 for each day of violation, or be imprisoned In the county jall not to exceed one year, or by both the
fine and imprisonment.

Due to the Division of Drinking Water within 10 days of issuance of notice to customers

Enforcement Action No,__ 03-19-15R-011




Certification of Completion of Public Notification
(Include a Copy of the Public Notice When Submitting this Form)

This form, when completed and returned to the Division of Drinking Water — Tehachapi District (4925
Commerce Drive, Suite 120, Bakersfield, CA 93309 or fax to 661-335-7316), serves as certification that
public notification to water users was completed as required by Title 22, California Code of Regulations,
Sections 64463-64465.

Public Water System Name: Sunset Apartiments Water System

Public Water System No.: 1500442

Public notification for failure to comply with the maximum contaminant level {MCL) for arsenic for

the QUARTER OF was performed by the

following method(s) (check and complete those that apply):

il The notice was mailed o users on:
A copy of the notice is attached.

1 The notice was hand delivered to water customers on:
A copy of the notice is attached.

0 The notice was published in the local newspaper on:
A copy of the newspaper notice is attached.

] The notice was posted at conspicuous places on:
A copy of the notice is attached.
A list of locations the notice was posted is aftached.

0 The notice was delivered to community organizations on:
A copy of the notice is attached.
A list of community organizations the notice was delivered to is attached.

| hereby certify that the above Information is factual.

Printed Name

Title

Signature

Date

Disclosure; Be advised that Section 116725 and 116730 of the California Health and Safely Code slate that any person who
knowingly makes any false statement on any report o document submitted for the purpose of compliance with the altached
order may be liable for a civil penally not to exceed five thousand dollars ($5,000) for separate violalion each day that the
violation continues. in addilion, the violators may be prosecuted in criminal court and, upon conviction, be punished by & fine
of not more than $25,000 for each day of violation, or be imprisoned in the county jail not to exceed one year, or by both the
fine and imprisonment.

Due to the Division of Drinking Water within 10 days of issuance of notice to customers

Enforcemeant Aclion No.__ 03-12-15R-011
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Hexavalent Chromium Public Notification Template




Attachment C

Instructions for Tier 2 Chromium MCL Notice Template

Template Attached

Since exceeding the hexavalent chromium maximum contaminant level (MCL) is a Tier
2 violation, you must provide public notice to persons served as soon as practical but
within 30 days after you learh of the violation [California Code of Regulations Title 22,
Chapter 15, Section 64463.4(b)]. Each water system required to give public notice
must submit the notice to the State Water Resources Control Board, Division of
Drinking Water (DDW) for approval prior to distribution or posting, unless
otherwise directed by the DDW [64463(b)].

Notification Methods

You must use the methods summarized in the table below to deliver the nofice to
consumers. If you mail, post, or hand deliver, print your notice on letterhead, if
avaiiable.

...ahd By One or More of the Following

if YouAre a... gggsﬁﬂ;‘ziggﬂfy Methods to Reach Persons Noft Likely to
be Reached by the Previous Method...
Community Mail or direct delivery ® | Publication in a local newspaper
Water System Posting In conspicuous public places
[64463.4(c)(1)] served by the water system or on the

Internet ®

Delivery to community organizations
Non-Community | Posting in conspicuous | Publication in a local newspaper or
Water System locations throughout the | newsletter distributed to customers
[64463.4(c)(2)] | area served by the water | Email message to employees or
system © students

Posting on the Internet or intranet ®

Direct delivery to each customer

{a) Notice must be distributed to each custorner recelving a bili including those that provide thelr drinking
water to others (e.g., schools or school sysiems, apartment building owners, or large private
employers), and other service connections to which water is delivered by the water system.

{(b) Notice must be posted in place for as long as the violation or occurrence continues, but In no case
less than seven days.

The notice attached is appropriate for the methods described above. However, you
may wish to modify it before using it for posting. If you do, you must still include all the
required elements and leave the health effects and nofification language in italics
unchanged. This language is mandatory [64465].

Multilingual Requirement

State Water Resources Control Board July 8, 2015




Attachment C
The notice must (1) be provided in English, Spanish, and the language spoken by any
non-English-speaking group exceeding 10 percent of the persons served by the water
system and (2) include a telephone number or address where such individuals may
contact the water system for assistance.

if any non-English-speaking group exceeds 1,000 persons served by the water system,
but does not exceed 10 percent served, the notice must (1) include information in the
appropriate language(s) regarding the importance of the notice and (2) contain the
telephone number or address where such individuals may contact the water system to
obtain a translated copy of the notice from the water system or assistance in the
appropriate language.

Population Served

Make sure it is clear who is served by your water system -- you may need to list the
areas you serve,

Corrective Action

In your notice, describe corrective actions you are taking. Do not use overly technical
terminology when describing treatment methods. Listed below are some steps
commonly taken by water systems with chemical or radiological violations. Use one or
more of the following actions, if appropriate, or develop your own:

» “We are working with [local/state agency] to evaluate the water supply and
researching options to correct the problem. These options may include treating
the water to remove chromium or connecting to [system]'s water supply.”

* "We have stopped using the contaminated well. We have increased pumping
from other wells, and we are investigating drilling a new well.”

“We will increase the frequency at which we test the water for chromium.”

e "We have since taken samples at this location and had them tested. They show

that we mest the standards.”

After Issuing the Notice

Send a copy of each type of notice and a cettification that you have met all the public
notice requirements to the DDW within ten days after you issue the notice [64469(d)].
You should also issue a follow-up notice in addition to meeting any repeat notice
requirements the DDW sets.

It is recommended that you notify health professionals in the area of the violation.
People may call their doctors with questions about how the violation may affect their
health, and the doctors should have the information they need to respond appropriately.

Itis a good idea to issue a “problem corrected"” notice when the violation is resolved.

State Water Resources Control Board July 8, 2015
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contlene mformaclén' muy |mportante sobre su agua‘ potab!e
Traduzcalo o hable con alguien gue lo entienda bien.

Sunset Apartments Water System Has Levels of Hexavalent
Chromium Above the Drinking Water Standard

Our water system recently violated a drinking water standard. Although this is not an
emergency, as our customers, you have a right to know what you should do, what
happenad, and what we are doing to correct this situation.

We routinely monitor for the presence of drinking water contaminants. Based on the

samples collected from ( Quarter of ) to
( Quarter of ), water produced by Well 01
contained an average of Mo/l ( milligrams per liter) of

hexavalent chromium. Well 01 produces water that is above the hexavalent chromium
maximum contaminant level (MCL) of 10.0 ug/L. (0.010 mg/L). This standard, set by the
State Water Resources Control Board, Division of Drinking Water, is based upon the
running annual average of the most recent quarterly hexavalent chromium monitoring.

What should | do?
¢ You do not need to use an alternative water supply (e.g., bottled water).

e This is not an emergency. If it had been, you would have been notified
immediately. However, some people who drink waler containing hexavalent
chromium in excess of the MCL over many years may have an increased risk of
getting cancer.

« [f you have other health issues concerning the consumption of this water, you
may wish to consult your doctor.

What happened? What is being done?

Sunset Apartments is going to work with the State Water Resources Control Board,
Division of Drinking Water towards a long-term solution which may include consolidation
with the neighboring Rosamond Community Services District. We anticipate resolving
the problem within three years.

For more information, please contact the Sunset Apartments Water System at (760)
559-4327 or 12686 Claymine Road, North Edwards, CA 983523.

Please share this information with all the other people who drink this water, especially
those who may not have received this notice directly (for example, people in

State Water Resources Control Board July 8, 2015




Attachment C
apartments, nursing homes, schools, and businesses). You can do this by posting this
public notice in a public place or distributing copies by hand or mail.

Secondary Notification Requirements

Upon receipt of notification from a person operating a public water system, the following
notification must be given within 10 days [Health and Safety Code Section 116450(g)]:

+ SCHOOLS: Must notify school employees, students, and parents (if the students
are minors).

 RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including
nursing homes and care facilities): Must notify tenants.

« BUSINESS PROPERTY OWNERS, MANAGERS, OR OPERATORS: Must
notify employees of businesses located on the property.

This notice is being sent to you by Sunset Apartments .

State Water System ID#: __ 1500442 Date distributed:

State Water Resources Control Beoard July 8, 2015
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~ Este informe contiene mformaclén muy importante sobre.surgg‘ua potable'
Traduzcalo o hable con alguien que lo entienda bien.

Sunset Apartments Water System Has Levels of Arsenic
Above the Drinking Water Standard

Our water system recently violated a drinking water standard. Although this is not an
emergency, as our customers, you have a right to know what you should do, what
happened, and what we are doing to correct this situation.

We routinely monitor for the presence of drinking water contaminants. Based on the

samples collected from ( Quarter of ) to
( Quarter of ), water produced by Well 01
contained an average of Hg/L milligrams per liter) of

arsenic. Well 01 produces water that is above the arsenic maximum contaminant level
(MCL) of 10.0 pg/L (0.010 mg/L). This standard, set by the State Water Resources
Control Board, Division of Drinking Water, is based upon the running annual average of
the most recent quarterly arsenic.

What should | do?
¢ You do not need to use an alternative water supply (e.g., bottled water).

e This is not an emergency. If it had been, you would have been notified
immediately. However, some people who drink water containing arsenic in
excess of the MCL over many years may have an increased risk of getling
cancer.

¢ |f you have other health issues concerning the consumption of this water, you
may wish to consult your doctor.

What happened? What is being done?

Sunset Apartments is going to working with the State Water Resources Control Board,
Division of Drinking Water towards a long-term solution which inciudes consolidation
with the neighboring Rosamond Community Services District. We anticipate resolving
the problem within three years.

For more information, please contact the Sunset Apartments Water System at (760)
558-4327 or 12686 Claymine Road, North Edwards, CA 93523.

Please share this information with all the other people who drink this water, especially those who
may not have received this notice directly (for example, people in apartments, nursing homes,

State Waler Resources Control Board July 8 2015




Attachment C
schools, and businesses). You can do this by posting this public notice in a public place or
distributing copies by hand or mail.

Secondary Notification Requirements

Upon receipt of notification from a person operating a public water system, the following
notification must be given within 10 days [Health and Safety Code Section 116450(g)]:

+ SCHOOLS: Must notify school employees, students, and parents (if the students
are minors).

¢ RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including
nursing homes and care facilities): Must notify tenants.

« BUSINESS PROPERTY OWNERS, MANAGERS, OR OPERATORS: Must
notify employees of businesses located on the property.

This notice is being sent to you by Sunset Apartments .

State Water System ID#. _ 1500442 Date distributed:

State Waler Resources Contro! Board July 8, 2015
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Certification of Completion of Public Notification Templates




Certification of Completion of Public Notification
(Include a Copy of the Public Notice When Submitting this orm)

This form, when completed and returned to the Division of Drinking Water — Tehachapi District (4925
Commerce Drive, Suite 120, Bakersfield, CA 93309 or fax to 661-335-7316), serves as certification that
public notification to water users was completed as required by Title 22, California Code of Regulations,
Sections 64463-64465.

Public Water System Name: Sunset Apartments Water System

Public Water System No.: 1500442

Public notification for failure to comply with the maximum contaminant level (MCL) for hexavalent

chromium for the QUARTER OF was performed

by the following method(s} (check and complete those that apply):

[ The notice was mailed to usars on:
A copy of the notice is altachad.

| The notice was hand delivered to water customers on;
A copy of the notice is attached.

o The notice was published in the local newspaper on:
A copy of the newspaper notice is attached.

[ The notice was posted at conspicuous places on:
A copy of the notice is attached.
A list of locations the notice was posted is altached.

a The notice was delivered to community organizations on:
A copy of the notice is attached.
A list of community organizations the notice was delivered to is attached.

| hereby certify that the above information is factual.

Printed Name

Tille

Signature

Date

Disclosure: Be advised that Seclion 116725 and 116730 of the Callfornia Health and Safety Code state thal any person who
knowingly mekes any false statement on any report or document submilted for the purpose of compliance with the altached
order may be liable for a civil penally not to exceed five thousand dollars ($5,000) for separate viefation each day hal the
violation confinues. Inn addition, the viciators may be prosecuted In criminal court and, upon conviction, be punished by a fine
of not more than $25,000 for each day of violation, or be imprisoned in the county jail not to exceed one year, or by bolh the

fine and imprisonment.

_ Due to the Divislon of Drinking Water within 10 days of issuance of notice to customers

Enforcement Aclion No,__ 03-19-15R-011




Certification of Completion of Public Notification
(Include a Copy of the Public Notice When Submitting this Form)

This form, when completed and returned to the Division of Drinking Water — Tehachapi District (4925
Commerce Drive, Suite 120, Bakersfield, CA 93309 or fax to 661-335-7316), serves as certification that
public notification to water users was completed as required by Title 22, California Code of Regulations,
Sections 64463-64465.

Public Water System Name: Sunset Apartments Water System

Public Water System No.: 1500442

Public notification for failure to comply with the maximum contaminant level (MCL) for arsenic for

the QUARTER OF was performed by the

following method(s) (check and complete those that apply):

D The notice was mailed to users on:
A copy of the notice is allached.

Oa The notice waé hand delivered to water customers on:
A copy of the notice is attached.

] The notice was published in the local newspaper on:
A copy of the newspaper notice is attached.

] The notice was posted at conspicuous places on:
A copy of the notice is attached.
A list of locations the notice was posted is attached.

O The notice was delivered to community organizations on:
A copy of the notice is attached.
A list of community organizations the notice was delivered to is attached,

I hereby certify that the above information is factual.

Printed Name

Title

Signature

Date

Disclosure: Be advised that Section 116725 and 116730 of the California Health and Safely Code state that any person who
knowingly makes any false stalement on any report or document submilled for the purpose of compliance with the aftached
order may be liable for a civil penally not to exceed five thousand dollars ($5,000) for separate violation each day that the
violation continues. In addition, the violators may be prosecuted in ciiminal court and, upon conviction, be punished by a fine
of not more than $25,000 for each day of violation, or be imprisonad In {he county jail not to exceed one year, or by bolh the
fine and imprisonment.

Due 1o the Division of Drinking Waler within 10 days of issuancs of nolice to customers

Enforcement Action No.__ 03-19-15R-011
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Attachment E

Quarterly Progress Report

Water System: Sunset Apartments Wate‘ilgystem 1500442
Water System "
Compliance e Hexavalent
Order No.: 03_19_15R_011 Violation: chromium and
arsenic MCLs
Calendar Quarter: Date Prepared:

This form should be prepared and sighed by Water System personnel with appropriate authority to
implement the directives of the Compliance Order and the Corrective Action Plan. Pleass altach
additional sheels as necessary. The quarterly progress report must be submitted by the 10th day of each
subsequent quarter, to the Division of Drinking Water, Tehachapi District Office.

Summary of Compliance Plan:

Tasks completed in the reporting quarter:

Tasks remaining to complete:

Anticipate compliance date:

Name Signature

Title Date
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State Water Resources Control Board
Division of Drinking Waler :

September 1, 2015

Chuck Amento, Owner
Sunsst Apartments

P.O. Box 1121

North Edwards, CA 93523

RE: SUNSET APARTMENTS WATER SYSTEM (WATER SYSTEM NO. 1500442)
CORREGT COMPLIANCE ORDER NUMBER FOR VIOLATION OF ARSENIC AND
HEXAVALENT CHROMIUM MCLS

Dear Mr. Amento,

The State Water Resources Control Board (hereinafter State Board), Division of Drinking Water
issued Compliance Order No. 03_19_15R_011 on August 25, 2015, to the Sunset Apartiments
Water System (hereinafter Water System) to document violation of the hexavalent chromium
maximum contaminant level (MCL) of 0,010 mg/L and ongolng violation of the arsenic MCL of’
0.010 mg/L. After the Compliance Order was issued, we learnad that an error was made in the
sequence number of the Compliance Order. The correst Compliance Order No. is
03_19_15R_014. Cover page of the Compliance Order with the correct number s enclosed.
Please make a note of the correct number of the Compliance Order and refer to this number in
any future communication with the State Board about the arsenic and hexavalent chromium
MCL compliance actions.

If you have any questions regarding this letter, please contact the Tehachapi District Office at
(661) 335-7315.

Sincerely, \
Joswider Yo

Jaswinder S, Dhaliwal, P.E,

Senlor Sanitary Engineer, Tehachapi District

Southern California Drinking Water Field Opsrations Branch
DIVISION OF DRINKING WATER

Enclosure:  Modified Cover Page of Compliance Order #03_19 1 ER_014

CC:  Kern County Environmental Health Services Depariment (w/out enclosure)
Dollie Kostopoulos, Sampler and Designated Operator

Feucia Marcus, e | THoMAS HOWARD, execyvive pirsoTor

4825 Gommeice Driva, Suile 120, Bakerstlold, CA 03300 | wenvawalerboards.ca.gov
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CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD
DIVISION OF DRINKING WATER
TO: Sunset Apartments Water System; System No.1500442

ATTN: Chuck Amento, Owner
: Sunset Apariments
P.O. Box 1121
North Edwards, CA 93523

CERTIFIED MAIL

COMPLIANCE ORDER NO, 03_19_15R_014
FOR
VIOLATION OF HEALTH AND SAFETY CODE SECTION 1186555 (a)(1)
AND THE PRIMARY DRINKING WATER STANDARDS FOR HEXAVALENT CHROMIUM
AND ARSENIC
Dated August 25, 2015

The State Water Resources Control Board (hereinafter "Board”), acting by and through its
Division of Drinking Water (hereinafter "Division”) and the Depuly Director for the Division
(hereinaftgr “Deputy Director”), hereby issues this compliance order (hereinafter “Order")
pursuant to Section 116656 of the Callfornia Health and Safety Code (hereinafter “CHSC") to
Sunset Apartments for violation of CHSC section 116565(a)(1) and Title 22, California Code of

Regulations (hereinafter "CCR"), Seciion 64431.

APPLICABLE AUTHORITIES

CHSC, Section 116555(a)(1) states in refevant part:

(a) Any person who owns a public water system shall ensure that the system does all of the

following:
(1) Complies with primary and secondary drinking water standards.




